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Cleaning Instruction 
 
 
 
 
 
 

 
 
 
 
 

 Close the valve* 

 Remove the plug 

 Remove the filter 

 Clean the filter 

 Insert the filter 

 Assamble the plug 

 Open the valve* 

 
 
 
 
 
 

 
 
 
 
 
The valve can be installed in any position: horizontal, vertical, oblique. 
 
 
 
* valve opened: handle parallel to body 
* valve closed: handle perpendicular to body 
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2.2 subj. technical changes 07/2019 

Applies to the following articles: 
 
 

Ball valve with integrated strainer 

Article No. Type No. 

133554 to 133559 322.04 to 322.09 

 
 


